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DATE 1_57_ga |SCALE GUY GUARD

DRAWN REVISED

MOARE 13558,

S. COMM.
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IT™. TYPE CODE
SET CODE NO. || QTY. || STOCK DESCRIPTION STOCK NO. || FERC
T DGUYGRD GUY GUARD GUY MISC | 354
D S DGUYGRD GUY GUARD GUY MISC | 364
1 1 | GUY 2/3 ROUND GUARD YELLOW 27601
T DCATGRD GUY CATTLE GUARD GUY MiSC | 354
D S DCATGRD GUY CATTLE GUARD GUY MISC | 364
1 10 || cONDUIT PVC 1” 80304
2 | 1 | WASHER ROUND GALVANIZED 1/2” 32808
DATE 4 o REVISED GUY GUARD
1-27-84
12-30—86| GUY CATTLE GUARD EXHIBIT D
DRAWN  oarg  |5—22-97 | = " — 777
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EXHIBIT D- POLE NUMBERS

6.5-7.0°
NOMINAL
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FAULT INDICATOR TAGS

SWITCHING OR
PROTECTIVE EQUIP.
MENT NUMBERS.

3” ALUMINUM — BLACK
ON YELLOW IN ALUMIN—
UM HOLDERS.

TRANSMISSION — DISTRIBUTION, SECTIONALIZING
AND RECLOSER DEVICES.

TRANSMISSION XXXX
DISTRIBUTION — D—XXXX — SWITCHES, S.B. DISC.,
CUTOUTS.
— D—XXXR — RECLOSERS
— D—XXXS — SECTIONALIZERS

PLACE ABOVE PLANT UNIT AND STRUCTURE NUMBER.

ANNNRRNNNNNNRA

STRUCTURE NUMBERS 3" ALUMINUM — BLACK
ON YELLOW IN ALUMIN—
UM HOLDERS.

TRANSMISSION  — GUNSTONE PROPERTY.
— JOYCE SUBSTATION TO
SWITCH #1650 (FAIRHOLM.)
— DISCOVERY BAY SW. STATION
TO FOUR CORNERS.

PLACE ABOVE PLANT UNIT NUMBER.

PLANT UNIT NUMBERS 17 ALUMINUM — BLACK
ON YELLOW IN BLACK
PLASTIC HOLDERS.

TOWNSHIP/RANGE
SECTION/GRID COORDINATES/CLASSIFICATION

INSTALL NUMBERS FACING MOST LOGICAL
APPROACH TO POLE.

FORKS, CLALLAM BAY SERVICE AREAS:

PLACE DISTRICT PLANT UNIT NUMBER ABOVE
SIX DIGIT TELEPHONE CO. NUMBERS.

POLE
DATE , = _ REVISED
4-5-90
5-24-91 PLANT, STRUCTURE, EQUIPMENT, AND CABLE MARKING
DRAWN 8—-5-91
HOARE %_18_8g AAAAAAAAAAAAA
1-6— . PAGE 3 B
S. COMM. iDUD; oF 6 GO0DO0O-015
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